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Abstract
Harmonic robust grid synchronization technique has been studied in this paper. This implies the estimation of phase
and frequency of single-phase grid voltage signal. Motivated by recent developments in linear harmonic oscillator based
technique, this paper first propose an adaptive observer based solution that has the potential to speed-up the dynamic
performance with respect to other generalized integrator type techniques. However, this may decrease the robustness
of the proposed technique in the presence of harmonics and or DC bias. To overcome this issue, a hybrid estimator is
proposed. This estimator is comprised of a band-pass type pre-loop filter and the initially proposed adaptive observer.
Local stability and tuning of the adaptive observer are provided for the nominal case. In the presence of harmonics, small-
signal modeling and tuning of the hybrid estimator are provided as well. Finally, hardware-in-the-loop (HIL) comparative
experimental results are provided with similar other recently proposed techniques in the literature. Experimental results
demonstrate the suitability of the proposed techniques.
Keywords: Frequency Estimation, Grid Synchronization, Phase Estimation, Prefiltering, Harmonic Robust Estimation
1. Introduction
Climate change is a serious concerns of current time.
Use of renewable energy sources have been identified as
a potential solution to tackle the climate change issue by
reducing the carbon footprint. This has led to the revo-
lution in the grid integration of renewable energy sources.
Renewable energy sources are generally connected to the
existing power network through grid-tied converters. As a
result, control and synchronization of grid-tied converters
has attracted lot of attention in recent time.
There are various types of grid synchronization tech-
niques available in the literature. Out of which synchro-
nizing current controller is undoubtedly the most popular
one. This kind of controllers require the precise and fast
estimation of grid signal parameters. In addition to this,
many other applications also require the various grid signal
parameters. This led to the extensive research in estimat-
ing the parameters of grid voltage signal.
There are several widely accepted class of techniques
available in the literature. Some of the popular techniques
are: discrete Fourier transform (DFT) [1], regression based
techniques (recursive least-square, weighted least-square
etc.) [2–4], open-loop techniques [5], statistical approaches
[6–8], state-space filtering (Kalman filter and various vari-
ants) [9], artificial neural networks [10], phase-locked loop
∗Corresponding author
Email address: hafiz.h.ahmed@ieee.org (Hafiz Ahmed)
(PLL) [11–24], global adaptive observers [25], nonlinear
filtering techniques: second-order generalized integrator
- frequency-locked loop (SOGI-FLL) [26, 27], enhanced
phase-locked loop (EPLL) [28], limit cycle oscillator [29,
30], adaptive notch filter [31, 32], discrete adaptive filter
[33], etc.
Out of various techniques mentioned in the previous
paragraph, PLL type techniques are undoubtedly the most
popular ones in the research literature and also in the
industrial applications. PLL is a feedback system that
uses the power of feedback to achieve the locking of the
PLL system w.r.t. the input signal. PLL in general per-
forms satisfactorily, however the performance degrades in
the presence of harmonics and or disturbances. Moreover,
there is trade-off between convergence speed and distur-
bance rejection capabilities. To overcome the limitations
of standard PLL type technique, several nonlinear tech-
niques (including various variations of PLL) have been
proposed. EPLL is one of them. SOGI-FLL and its nonlin-
ear variants [29, 30, 34], use frequency adaptive harmonic
oscillator as quadrature signal generator (QSG). SOGI-
FLL and its nonlinear variants are harmonic robust and
provides good balance between disturbance rejection and
convergence speed. As such, the linear QSG model used
by SOGI type techniques are considered for further devel-
opment in this work.
Due to the structure of the SOGI-FLL, arbitrary com-
plex conjugate pole placement is not possible (cf. Sec-2.1).
As such limited dynamic tuning is possible which may re-
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sult in slower transient performance. To overcome this
limitation, in this paper, we first propose a modification
that allows arbitrary complex conjugate pole placement.
The proposed modification allows to make the dynamic
response faster. However, fast dynamic response comes at
the cost of robustness reduction in the presence of har-
monics. There are two popular types of solution available
in the literature to enhance the harmonic robustness for
SOGI-FLL type techniques. In the first category, multi-
ple parallel SOGI filters together with one FLL block are
proposed in the literature [27]. This technique can pro-
vide very good performance with zero steady-state error.
However, this is only possible in the case of known har-
monic components. If the harmonic components are not
known completely, then by using a large number of filters
(with a priori knowledge of the grid), acceptable perfor-
mance can be guaranteed. In any case, this technique is
computationally demanding.
In the second category, harmonic robustness is added
by using a SOGI-type frequency adaptive pre-loop filter
which works as a band-pass filter [35–37]. The advantage
of this approach is that it can provide harmonic robustness
without much additional computational complexity. This
feature can be very useful for low-cost micro-controllers
based control system design where computational com-
plexity is of serious concern. Moreover, this approach also
helps to eliminate the DC bias. That is why, in this pa-
per, we focus on using pre-loop filtering to enhance the
harmonic robustness of the adaptive observer. The result-
ing hybrid estimator eliminates the effect of DC bias and
provide better robustness to harmonics.
The rest of the paper is organized as follows: Sec. 2
describes the development of the proposed estimator in
the nominal case. Development of the hybrid estimator to
tackle the effect of harmonics and or DC bias is given in
Sec. 3. Experimental results are given in Sec. 4 while Sec.
5 concludes this paper.
2. Development of Estimator: Nominal Case
2.1. Background and Motivation
A single-phase grid voltage signal is given by:
y(t) = A sin (ωt+ φ)︸ ︷︷ ︸
θ
(1)
where A is the amplitude, φ is the phase, ω = 2πf is the
frequency and θ ∈ [0, 2π) is the instantaneous phase. The
in-quadrature signal of y(t) is given by x(t) = −A cos(θ).
Then by considering ξ = [x(t) y(t)]T as the state vector,











ζ = C̄ζ (3)
The grid dynamics is observable. If the grid frequency ω is
known, then estimating the states of grid dynamics from
the available measurement y are straightforward. How-
ever, in practice the grid frequency may not be known
precisely and can be time-varying. Frequency-locked loop
can be very useful to estimate the unknown frequency.
SOGI-FLL is one of the most popular frequency locked-
loop available in the literature that uses the model (2)-(3)
to generate the quadrature signals. In the observer-based
notation, SOGI-FLL with gain normalization can be writ-
ten as [27]:
˙̂
ζ = ˆ̄Aζ̂ + L̄(y − C̄ζ̂) (4)




where, the estimated values are indicated byˆ, ω̂ = ωn+ z
is the estimated unknown frequency, L̄ = [ 0 kω̂ ] and
k,Γ > 0 are the tuning parameters. In the steady-state,
i.e. ω = ω̂, the observer error dynamics is represented by
the matrix Ā− L̄C̄. The eigenvalues of the error dynamics
are −kω2 ± ω
√
k2 − 4. Since the system is of oscillating
nature, complex conjugate poles are always desired. How-
ever, for any k ≥ 2, the closed loop system eigenvalues
only have real parts. Moreover, for 0 < k < 2, the range
of the real part of the closed-loop pole location are always
less than −ω. Since the settling time is determined by
the closed-loop pole location, the transient response can
be slow. This motivates the proposed work to address the
potential slow-transient response of SOGI-FLL. The fol-
lowing section describes the proposed development.
2.2. SOGI-QSG type adaptive observer design
One idea to make the transient response faster is to
use coordinate transformation [25]. This may speed up









ζ = Tζ (6)
In the transformed coordinate, system (2)-(3) can be writ-
ten as:
η̇ = Aη (7)
y = Cη (8)
where A = TĀT−1 = Ā and C = C̄T−1 = [ω ω]. Then
the following linear observer can be proposed for system
(7)-(8):
˙̂η = Âη̂ + L(y − Ĉη̂) (9)
ŷ = Ĉη̂ (10)
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where L = [l1 l2]T is the observer gain matrix to be tuned
andˆ represents estimated value. In the nominal case i.e.
ω = ω̂ = ωn, the two in-quadrature output signals of the





(l1 + l2)ω̂s+ (l2 − l1)ω̂2






(l1 − l2)ω̂s+ (l2 + l1)ω̂2
s2 + (l1 + l2)ω̂s+ (l2 − l1 + 1)ω̂2
(12)
If the observer gains are chosen as l1 = l2 = l, which corre-
sponds to closed-loop observer poles in−lω+ω
√
(l − 1)(l + 1),
then the transfer functions of SOGI-FLL (Eq. (2) in [27])
can be recovered from Eq. (11)-(12). As such the adaptive
observer and SOGI-QSG are dynamically equivalent in the
frequency domain subject to parameter tuning. Bode di-
agrams of the transfer functions given by eq. (11) and
(12) are given in Fig. 1. Bode diagram are given here to




Figure 1: Bode diagrams of the transfer functions (11) and (12)
for different observer gains. Transfer functions are obtained by
considering closed-loop poles in −ωn/2 ± i
√
3ωn/2, −1.5ωn ± iωn
and ωn/
√
2 ± i√ωn/2 corresponding to L1 = [0.5; 0.5], L2 =





From the estimated states in η̂-coordinate, the original







η̂ = T̂−1η̂ (13)
Using the estimated ζ̂, the instantaneous phase can be
calculated as:
θ̂ = arctan {ŷ/ (−x̂)} (14)
FLL design
Observer (9)-(10) requires the estimated value of the
frequency ω̂. FLL can be very suitable for this purpose.
Following the ideas presented in [27], a similar FLL can
also be adopted in this case. The adopted FLL is given
by:
˙̂ω = ˙̂z = −µω̂(y − Ĉη̂)η̂1 (15)
where µ > 0 is the tuning parameter and (y − Ĉη̂) is the
output estimation error. To understand the idea behind
the proposed FLL, let us consider the transfer functions












s2 + s(l1 + l2)ωn + (l2 − l1 + 1)ω2n
(17)
where E = y−Cη. The angle plot of the bode diagrams of
the FLL variables with l1 = 0.3750 and l2 = 2.6250 (cor-
responds to closed-loop poles in −1.5ωn ± iωn) are given
in Fig. 2.
Figure 2: Angle plot of the input variables of the proposed FLL.
It can be seen from Fig. 2 that FLL input variables
have angle difference of ≈ 0° near ωn. However, the angle
difference is ≈ 90° when ω > ωn. This idea is similar
to the idea of FLL, given in Fig. 4 of [27]. FLL (15)
doesn’t use any gain normalization. This may introduce
large errors when the grid voltage amplitude suffers from
huge jumps. To avoid this problem, using ideas similar
to [27], the following gain normalized FLL is going to be
considered in this work:








2.3. Stability analysis and tuning
For further analysis, we name the proposed method as
adaptive observer - FLL (AO-FLL). To analyze the stabil-
ity of the AO-FLL, let us consider the observer dynamics
in the original ζ coordinate. In the ζ coordinate, estimated
state variables can be written as x̂(t) and ŷ(t). The the
observer (9)-(10) and FLL dynamics (18) in terms of state
variables x̂(t) and ŷ(t) are given as:
˙̂x = ω̂ŷ + (l1 − l2)ω̂(y − ŷ) (19)
˙̂y = −ω̂x̂+ (l1 + l2)ω̂(y − ŷ) (20)
˙̂ω = −(µlω̂2/(x̂2 + ŷ2))(y − ŷ)(x̂+ ŷ) (21)
Then the dynamics of the observer in polar coordinate
(r, θ) [38] are given as:
ṙ = ω̂e{(l2 − l1) cos(θ −∆θ) + (l1 + l2) sin(θ −∆θ)}
(22)
∆̇θ = −ω + ω̂ − r−1eω̂(l1 + l2) cos(θ −∆θ)
+ r−1eω̂(l1 − l2) sin(θ −∆θ) (23)
˙̂z = −µlω̂2r−1e{sin(θ −∆θ) + cos(θ −∆θ)} (24)
where ∆θ = θ − θ̂, e = A sin(θ)− r sin(θ −∆θ). Through
the phase error ∆θ, the AO-FLL is coupled with the actual
grid voltage dynamics. As a result, stability of the AO-
FLL dynamics in polar coordinate (19)-(21) implies the
convergence (i.e. η − η̂ → 0) of the observer. The desired
equilibrium of Eq. (19)-(21) is given as:
x? = {r = A,∆θ = 0, z = ω − ωn} (25)
The Jacobian matrix of the AO-FLL dynamics in polar
coordinates (19)-(21) evaluated at x? is given at the bot-
tom of this page. The eigenvalues J(x?) can be calculated
from the characteristic equation given by:
det(sI3 − J(x?)) = 0






2 sin(2θ + π/4) + 1}]s = 0 (26)
The roots of the polynomial (26) are 0, −ωnl/2± (1/2)
√
κ
where κ = l2 − 4lµ cos2(θ) − lµ2 sin(2θ). Since −1 ≤
sin(2θ) ≤ 1 and 0 ≤ cos2(θ) ≤ 1, then for properly se-
lected values of l and µ, it can be guaranteed that l2 −
4lµ cos2(θ)− lµ2 sin(2θ) < ω2n. This implies that real-part
of the eigenvalues of J(x?) are always ≤ 0 which concludes
the marginal stability of AO-FLL.
Gain tuning
Observer gain matrix L and frequency identification
parameter µ characterizes the response of AO-FLL. Gain
matrix L can be tuned using standard pole placement
approach. Let us select the desired closed-loop poles as
−1.5ωn± iωn. Then using the place command in Matlab,
L = [0.375 2.6250]T is found as the gain matrix. As a
result, l =
∑2
i=1 li = 3. The parameter µ determines the
convergence speed of the frequency estimation. High value
of µ increases the convergence speed, peak overshoot, etc.
and vice-versa. As such µ has to be selected as a trade-
off between fast dynamic response vs. peak overshoot.
Through extensive simulation study we found µ = 0.05 as
a good value.
To implement the proposed technique, Eq. (9),(10),
(14) and (18) are required. Block diagram of the proposed
approach is given in Fig. 3.
3. Development of Hybrid Estimator
As mentioned in the Introduction, faster dynamic re-
sponse of AO-FLL comes at the cost of reduction in ro-
bustness to harmonics. To overcome this problem, fre-
quency adaptive pre-filtering can be considered. Based on
the idea presented in [37], an hybrid estimator named as
AO-FLL with pre-loop filter (AO-FLL-WPF) is proposed
in this work and given in Fig. 4. As seen from Fig. 4, AO-
FLL-WPF has one more parameters to tune than that of
AO-FLL. To minimize the number of parameters to tune,
the gain-normalized FLL ((18)) can be re-written as:




This eliminates the tuning of the parameter µ. As a re-
sult, total number parameters to tune for both techniques
remain the same. To analyze the stability and tuning of
AO-FLL-WPF, small-signal modeling can be very useful.
For this purpose, first the small-signal modeling of AO-
FLL can be done. Then by cascading the pre-filter, the
small signal model of the hybrid estimator can easily be
obtained
3.1. Small-Signal Modeling of AO-FLL
By substituting the value of ζ in Eq. (6), the the dy-
namics of AO-FLL can be studied in the η−coordinate. In
the η−coordinate, FLL dynamics (27) can be written as:
J(x?) =
− −ω̂ sin(θ) {(l1 + l2) sin(θ) + (l1 − l2) cos(θ)} rω̂ cos(θ) {(l1 + l2) sin(θ) + (l1 − l2) cos(θ)} 01
2r ω̂(l1 + l2) sin(2θ)−
1
r ω̂ sin
2(θ)(l1 − l2) 12 ω̂(l1 − l2) sin(2θ)− ω̂ cos
2(θ)(l1 + l2) 1
lµr−1ω̂2 sin(θ) {cos(θ + sin(θ))} −lµω̂2 cos(θ) {cos(θ + sin(θ))} 0

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Figure 3: Block diagram of the AO-FLL where matrix multiplication
is indicated by 9.




{A sin(θ)− Â sin(θ̂)}{Â cos(θ̂)− Â sin(θ̂)}
= (l/2)ω̂2Â−1{A sin(θ)− Â sin(θ̂)}{cos(θ̂)− sin(θ̂)}
(28)
The last term in Eq. (28) is always bounded since
cos(θ̂)− sin(θ̂) =
√
2{cos(θ̂) cos(π/4)− sin(θ̂) sin(π/4)}
=
√
2 cos(θ̂ − π/4)
Moreover, the maximum value of | cos(θ̂) − sin(θ̂)| is
√
2
since −1 ≤ cos(θ̂−π/4) ≤ 1. Then by applying small-angle
approximation formula i.e. sin(θ) ≈ θ and also assuming
quasi-locked condition with A ≈ Â and ω̂ = ωn, the FLL













ω̂Â2 − ω̂lx̂α(y − ŷ)
Â2
(30)
By using Eq. (28) into Eq. (30), the following can be
obtained:
˙̂
θ = ω̂ + ˙̂ωω̂−1 (31)
Model (31) is nonlinear due to the presence of nonlinear
multiplication in the second term of the right-hand side.
In order to apply the linear technique, let us assume that
ω̂ = ωn. Then Eq. (31) results in,
˙̂
θ = ω̂ + ˙̂ωω−1n (32)







x̂ ˙̂x+ ŷ ˙̂y√
ŷ2 + x̂2
= (l/2)ω̂{2A sin(θ) sin(θ̂)− 2A sin(θ) cos(θ̂)}
+ (l/2)ω̂{−2Â sin2(θ̂) + Â sin(2θ̂)} (33)
The right-hand side of Eq. (33) can be simplified as:
2A sin(θ) sin(θ̂)− 2A sin(θ) cos(θ̂)− 2Â sin2(θ̂) + Â sin(2θ)
= A{cos(θ − θ̂)− cos(θ + θ)} − 2A sin(θ) cos(θ̂)
Â sin(2θ)− Â(1− cos(2θ̂)) (34)
Then substituting Eq. (34) in (33) along with the quasi-







In deriving Eq. (35), small-angle approximation formulas
are used.
Eq. (29), (32) and (35) describes the linear model of
the QSG-FLL. Based on these Equations, the linearized
model of the AO-FLL is given in Fig. 5. From Fig. 5,















s2 + (lωn/2)s+ lω2n/2
θ(s) (38)
3.2. Small-Signal Modeling of AO-FLL-WPF
AO-FLL-WPF uses SOGI-type band-pass filter (S-BPF)
with frequency feedback from AO-FLL to remove the har-
monics and DC bias from the grid signal. Filtered signal is
then fed to the AO-FLL. The block diagram of AO-FLL-
WPF is given in Fig. 4. Since AO-FLL-WPF uses S-BPF,
6
.
Figure 5: Linearized model of AO-FLL.
Figure 6: Linearized model of AO-FLL-WPF.
then by cascading SOGI-model with AO-FLL model, the
linearized model of AO-FLL-WPF can be easily obtained
and given in Fig. 6. The closed-loop transfer functions


























AO-FLL-WPF has two parameters to tune i.e. S-BPF
gain ν and the observer gain L. To tune the two gains, let
us consider the closed-loop amplitude estimation transfer














Let us assume that l = ν and ω′ = ωn. Then for the
optimal damping ratio of ζ = 1/
√
2 (often suggested in
the literature for second-order system), the gains can be
found as l = ν = 1/
√
2. For ν = 1/
√
2, the closed-loop
poles of the S-BPF are ωn (0.35± 0.93i). If we chose the
same closed-loop poles for the AO part, then by apply-
ing place command in Matlab, the observer gain is found




2]T . With the selected ν and
l, all the closed-loop transfer functions i.e. Eq. (36)-(41)
are stable. While tuning AO-FLL-WPF, readers should
be careful of the pre-loop filter’s bandwidth. Pre-loop fil-
ter depends on the estimated frequency obtained from the
adaptive observer block. As such, the bandwidth of the
pre-loop filter determines the bandwidth of the whole sys-
tem. As a general rule of thumb, pre-loop filter’s closed
loop poles shouldn’t be higher than that of the adaptive
observer.
4. Results and Discussions
To evaluate the performance of the AO-FLL, dSPACE
1104 board based hardware-in-the-loop (HIL) experimen-
tal studies are considered.
4.1. Without pre-filter
This Section describe the experimental results for AO-
FLL. As comparison technique, we have selected SOGI-
FLL [27]. The parameters of these techniques are se-
lected as, SOGI-FLL [27]: k =
√
2, Γ = 50, AO-FLL:
L = [0.375 2.6250]T , l = 3 and µ = 0.05. Sampling fre-
quency of 10KHz. is considered for real-time implemen-
tation. Six test scenarios are considered in this section.
They are:
• Test I and II: Sudden jump of ±10Hz. in frequency.
• Test III and IV: Sudden jump of ±45° in phase.
• Test V and VI: Sudden jump of ±0.5p.u. in ampli-
tude.
Comparative experimental results are given in Fig. 7.
Comparative experimental results demonstrate that the
proposed AO-FLL has very food convergence time. In
all test cases, the phase estimation error of the proposed
technique converged faster and with lower peak phase es-
timation error with respect to SOGI-FLL. In the case of
frequency estimation, the proposed technique performed
better than SOGI-FLL in terms of convergence time and
peak frequency estimation error for Test I, II, V and VI i.e.
change in amplitude and frequency. However, in the case of
phase change, the proposed technique had slightly higher
peak phase estimation error although the convergence time
of both techniques are similar. Overall, AO-FLL demon-
strated better performance than that of SOGI-FLL. This
justifies the effectiveness of the proposed modification.
To analyze the sensitivity of the proposed technique,
two further tests have been performed considering the pres-
ence of DC bias and harmonics. These tests are:
• Test VII: Sudden jump of DC bias bias from 0 to
−0.1p.u.
• Test VIII: Harmonics grid voltage signal comprised
of 3rd, 5th, 7th and 9thorder, each having an ampli-
tude of 0.02p.u.
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±0.5p.u.Amplitude Change ±10Hz. Frequency Change ±45° Phase Change
Figure 7: Comparative experimental results for discontinuous jumps in phase, frequency and amplitude.




Figure 8: Experimental test results for harmonics and DC bias.
The tests results are given in Fig. 8. Experimental results
demonstrate that the proposed technique performs better
than SOGI-FLL in terms of DC bias, however, the perfor-
mance degrades slightly in the presence of harmonics. As
a result, one can see that the fast dynamic response came
at the cost of reduction in harmonic robustness. To tackle
this issue AO-FLL-WPF can be very useful.
All the above tests consider the case with the FLL i.e.
we assume that the frequency is unknown. However, one
contribution of the current work is to improve the dynamic
performance of SOGI-type filter even in the case of fixed
frequency. To demonstrate this, let us consider the fixed
frequency case i.e. without FLL and ω = 2π50. Suddenly
the amplitude jump from 1p.u. to 1.2p.u.In addition, har-
monics of 7th and 11th order with amplitude 0.01 p.u. are
also suddenly added. Experimental results are given in
Fig. 9. From Fig. 9, it can be seen that the proposed ob-
server took slightly more than 0.5 cycle to converge while
SOGI took slightly more than 1 cycle to converge. This
clearly demonstrates the dynamic performance improve-
ment by the proposed modified SOGI-type adaptive ob-
server even for the fixed frequency case.
4.2. With pre-filter
In this Section, the performance of AO-FLL-WPF will
be studied in the presence of harmonics. As compari-
son tools, we have selected SOGI-FLL with pre-loop fil-
ter (SOGI-FLL-WPF) [36] and Hybrid Generalized In-
tegrator - FLL (HGI-FLL) [35]. Both of the techniques
use pre-loop filter similar to AO-FLL-WPF. The param-
eters of the techniques are selected as, AO-FLL-WPF:
ν = 1/
√





k1 = k2 =
√
2 and λ = 23948, HGI-FLL : k1 = k2 =
√
2
and γ = 15492. The base signal comprised of 3rd, 5th,
7th, 9th, 11thorder harmonics, 20Hz. sub-harmonics and
160Hz.intra-harmonics. All the harmonic components are
of 0.1p.u. amplitude. The base signal has 25% total har-
monic distortion while the distortions generated by the
techniques are given in Fig. 10. Two experimental test
scenarios are considered. They are:
• Test-I: +2Hz. change in frequency
• Test-II: −0.5p.u. change in amplitude
Comparative experimental results are given in Fig. 11 and
12. Experimental results demonstrate that although the
three techniques have comparable dynamic performance
4.3 Application to grid synchronization 8
Figure 9: Experimental results for dynamic performance improve-
ment verification test.
but the proposed AO-FLL-WPF has significantly better
steady-state performance. This is evidenced by the steady-
state ripple magnitude. Moreover, AO-FLL-WPF had the
lowest THD. This is a sign of the proposed technique’s
good harmonic filtering capability.
4.3. Application to grid synchronization
So far, we have presented our results with synthetic sig-
nals, similar to the existing literature. The question that
normally arise is how can we use the proposed technique
to synchronize any power generators. Let us consider the
case of hydro electric power generator as an example. Hy-
dro electric power generator can be connected to the grid
in two ways. Firstly by connecting directly the output of
the generator to the grid. Secondly, through an inverter.
Let us consider the second case. In second case, first the
output of the generator is converted to DC through recti-
fier and the rectified DC voltage is connected to the grid
through an inverter. In this type of operation, the genera-





























                                          THD
Signal                                 25%
SOGI-FLL-WPF               4.43%
HGI-FLL                           3.31%
AO-FLL-WPF                   0.94%




Figure 11: Experimental results for Test-I.
generator is converted to DC. This gives more flexibility
to the operation of hydro electric power generator as issue
related to the grid doesn’t need to be considered in the
control of hydro electric generator alone. This essentially
means synchronizing the hydroelectric power generator to
the grid is the synchronization of the inverter to the grid.
To synchronize single-phase inverter to the grid, grid syn-
chronizing current controller (GSCC) is the most popular
technique in academic literature and in industrial practice.
A grid synchronizing current controller can be seen in Fig.
12 in [39]. To obtain the reference current in GSCC, in-
stantaneous phase, θ of the grid is needed. The proposed
technique replaces the PLL in Fig. 12 in [39]. In the
presence of harmonics, the proposed technique can reduce
the distortion significantly. As result, the estimated phase
will be very close to the ideal phase, leading to transfer-
ring more power to the grid. It is well known from the
literature that maximum power can be transferred only






Figure 12: Experimental results for Test-II.
5. Conclusion and Future Works
This paper demonstrated the application of an adap-
tive observer-based estimation of phase and frequency of
single phase grid voltage signal. For this purpose two
adaptive observers have been designed. The first one named
as AO-FLL, allows arbitrary complex conjugate pole place-
ment. This solves the limited dynamics tuning limits of
SOGI-FLL type technique. However, fast dynamic perfor-
mance is achieved by reducing the robustness to harmonic
distortion. To solve this problem, a frequency adaptive
pre-loop filtering stage is added to the adaptive observer
resulting in a hybrid estimator. Small-signal modeling of
the two observers are performed and gain tuning are pro-
vided. Comparative experimental results showed the suit-
ability of the proposed observers. It has been observed
that AO-FLL-WPF can significantly reduce the harmonic
distortion. As we have proposed, two observers, a guide-
line is need to select select the right observer for practicing
engineers. If harmonic robustness is not an issue and fast
dynamic response is a priority, then the first observer (i.e.
without pre-loop filter) can be considered as a good choice.
If the user is interested in harmonic robustness as well as
fast dynamic response, then the pre-loop filtered version
of the proposed observer can be a good choice. It is to
be mentioned here that the proposed solution give much
more design freedom than that of SOGI-FLL. Moreover,
SOGI-FLL can always be recovered if we set the observer
gains as equal. In that regard, the proposed technique
adds flexibility in design choice to SOGI-type technique.
The proposed algorithms are nonlinear. However, only
linearization-based stability analysis are presented. This
guarantees the stability near the equilibrium point. For-
mal analysis of the operating limit of the proposed algo-
rithm can be considered as a future work. Further im-
provement of the proposed observers will be considered in
a future work. Moreover, the application of the proposed
technique to an inverter that is connected to low-inertia
distribution grid will also be considered in future works.
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